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DETAIL 02713-23
COBB COUNTY WATER SYSTEM

3~# THRU 10# METER
INSTALLATION INFORMATION

SEPTEMBER10. 2003 AGENCY DIRECTOR

w2BP - WITH 2" BYPASSLINE
DC DOUBLE CHECK VALVE ASSEMBLY WITH NO BYPASS LINE ( FIRE PROTECTIONONLY)
6FM x 3- FIRELINE AND MASTER METER - 6" SIZE OF FIRE LINE METER. .

3"SIZE OF LOW FLOW METER. ALL FM METERS INCLUDE 6" BYPASS LINE.

CCWS 10

#1 STANDARO 12" x 17" METER BOX
#2 STANDARD 24" x 36" METER BOX
A 4'-0"x 7'-0"x 5'-0"CONCRETE VAULT WITH LID. HATCH 3'-0"x 3'-O"x 0'- I/,tREC.
B 6'-0"x 12'-0"x 5'-0" CONCRETEVAULT WITH LID. HATCH3'-0"x 3'-0"x 0'- I/{ REC.
C 4'-0"x 8'-6" x 5'-0" CONCRETEVAULT WITH LID. HATCH3'-0"x 3'-0"x 0'- 1/","REC.
0 10'-0"x 14'-0"x 5'-0"CONCRETEVAULT WITH LID. HATCH3'-0"x 3'-o"x 0'- 1/4"REC.

REQUIREDEASEMENT5'/2x 4 - 51/2EQUALSFOOTAGEALONGRIGHT OF WAY;
4 EQUALSFOOTAGEPERPENDICULARTO RIGHT OF WAY.

.'CCWS WILL PROVIDE ALL 3~"AND 1" BACKFLOWDEVICES TO BE INSTALLED WITH EACH
3~" AND 1" METER INSTALLATION.
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3/4X 3/.... X X X X 14 X 20'/",x 18 #1 NONE

3/4x 3/.... X X 14 X 201/",x 18 #1 51/2 x 4

1 .. X X X X 14 x 20'/..x'18 #1 NONE
1 . X X- X X 14 X 201/..x 18 #1 51/2x 4

11/., X X X X 24 x 36 x 18 #2 5 x 6
11/.,wBP X X X X 24 x 36 x 18 #'J 5 x 6

2 X X X X 24 x 36 x 18 #2 5 x 6
? ",,?RP )( )( )( 24 X 36 x 18 #'J 5 x 6

3 w2BP X X X 5 x 8 X 51;2 A 9 x 10
4 ",,?RP " " " 5 x 8 X 51;., A 9 x 10
6 DC X X 5 x 8 X 5';2 A 9 x 10

6 FM x 3 X X X )( 7 x 13 X 51/2 B ,11 X 15

8 DC X X 5 x 8 X 5';2 A 9 x 10

8 FM x 4 X X X X 7 x 13 X 51/2 B 11 x 15

10 DC )( X 5 X 9'/2X 5'/2 C 9 X 11'/2
10 FM x 6 X X X X 11 x 15 x 5'/2 D 15 x 17


